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Abstract:
Multilevel inverters have become more popular over the years in electric high power application
with the promise of less disturbances and the possibility to function at lower switching frequencies than
ordinary two-level inverters. This paper presents information about several multilevel inverter topologies,
such as the Neutral-Point Clamped Inverter and the Cascaded Multi cell Inverter. These multilevel
inverters will also be compared with two-level inverters in simulations to investigate the advantages of
using multilevel inverters. Modulation strategies, component comparison and solutions to the multilevel
voltage source balancing problem will also be presented in this work.
Keywords — multilevel, Neutral-clamped, PWM.

I. INTRODUCTION
A device that converts DC power into AC power at
desired output voltage and frequency is called an Inverter.
Phase controlled converters when operated in the inverter
mode are called line commutated inverters. But line
commutated inverters require at the output terminals an
existing AC supply which is used for their commutation.
This means that line commutated inverters can’t function
as isolated AC voltage sources or as variable frequency
generators with DC power at the input. Therefore, voltage
level, frequency and waveform on the AC side of the line
commutated inverters can’t be changed. On the other
hand, force commutated inverters provide an independent
AC output voltage of adjustable voltage and adjustable
frequency and have therefore much wider application.
Inverters can be broadly classified into two types based
on their operation:



Voltage Source Inverters(VSI)
Current Source Inverters(CSI)

Voltage Source Inverters is one in which the DC
source has small or negligible impedance. In other words
VSI has stiff DC voltage source at its input terminals. A
current source inverter is fed with adjustable current from
a DC source of high impedance, i.e.; from a stiff DC
current source. In a CSI fed with stiff current source,
output current waves are not affected by the load.
From view point of connections of semiconductor
devices, inverters are classified as under




Bridge Inverters
Series Inverters
Parallel Inverters

ISSN: 2395-1303

II. DIFFERENT TOPOLOGIES OF
MULTILEVEL INVERTERS
The basic three types of multilevel topologies used are:
1. Diode clamped multilevel inverters
2. Flying capacitors multilevel inverter or capacitor
clamped multilevel inverter
3. Cascaded inverter with separate DC sources.
1.

Diode Clamped Multilevel Inverter

The most commonly used multilevel topology is the
diode clamped inverter, in which the diode is used as the
clamping device to clamp the dc bus voltage so as to
achieve steps in the output voltage. The neutral point
converter proposed by Nabae, Takahashi, and Akagi in
1981 was essentially a three-level diode-clamped inverter
[10]. A three-level diode clamped inverter consists of two
pairs of switches and two diodes. Each switch pairs
works in complimentary mode and the diodes used to
provide access to mid-point voltage. In a three-level
inverter each of the three phases of the inverter shares a
common dc bus, which has been subdivided by two
capacitors into three levels [8]. The DC bus voltage is
split into three voltage levels by using two series
connections of DC capacitors, C1 and C2. The voltage
stress across each switching device is limited to Vdc
through the clamping diodes Dc1 and Dc2. It is assumed
that the total dc link voltage is Vdc and mid point is
regulated at half of the dc link voltage, the voltage across
each capacitor is Vdc/2 (Vc1=Vc2=Vdc /2).
In a three level diode clamped inverter, there are
three different possible switching states which apply the
stair case voltage on output voltage relating to DC link
capacitor voltage rate. For a three-level inverter, a set of
two switches is on at any given time and in a five-level
inverter, a set of four switches is on at any given time and
so on. Figure 1 shows the circuit for a diode clamped
inverter for a three-level and a five-level inverter.
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Switching states of the three level inverter are
summarized in table 1
Table 1 Switching States in One Leg of the Three-Level Diode Clamped
Inverter

required. By increasing the number of voltage levels the
quality of the output voltage is improved and the voltage
waveform becomes closer to sinusoidal waveform.
However, capacitor voltage balancing will be the critical
issue in high level inverters. When N is sufficiently high,
the number of diodes and the number of switching
devices will increase and make the system impracticable
to implement. If the inverter runs under pulse width
modulation (PWM), the diode reverse recovery of these
clamping diodes becomes the major design challenge.
The structure is more complicated than the two-level
inverter; the operation is straight forward [11].
III.PULSE MODULATION SCHEMES
In PAM the successive sample values of the analog
signal s(t) are used to effect the amplitudes of a
corresponding sequence of pulses of constant duration
occurring at the sampling rate. No quantization of the
samples normally occurs (Fig. 1a, b). In principle the
pulses may occupy the entire time between samples, but
in most practical systems the pulse duration, known as
the duty cycle, is limited to a fraction of the sampling
interval. Such a restriction creates the possibility of
interleaving during one sample interval one or more
pulses derived from other PAM systems in a process
known as time-division multiplexing (TDM).

Figure 1 Topology of the Diode-Clamped Inverter (a) Three-Level
Inverter, (b) Five- Level Inverter.

Figure 2 shows the phase voltage and line voltage of
the three-level inverter in the balanced condition. The line
voltage Vab consists of a phase-leg a voltage and a
phase-leg b voltage. The resulting line voltage is a 5-level
staircase waveform for three-level inverter and 9- level
staircase waveform for a five-level inverter. This means
that an N-level diode-clamped inverter has an N-level
output phase voltage and a (2N-1)-level output line
voltage. In general the voltage across each capacitor for
an N level diode clamped inverter at steady state is V dc/
(N-1). Although each active switching device is required
to block only a voltage level of V dc, the clamping diodes
require different ratings for reverse voltage blocking [7].

Figure 3(a)Analog signal, s(t). (b) Pulse-amplitude modulation. (c)
Pulse-width modulation. (d) Pulse position modulation
Figure 2 Output Voltage in Three Level Diode Clamped Inverter (a)
Leg Voltage (b) Output Phase Voltage

In general for an N level diode clamped inverter,
for each leg 2(N-1) switching devices, (N-1) * (N-2)
clamping diodes and (N-1) dc link capacitors are
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 Pulse-width modulation
In PWM the pulses representing successive sample values
of s(t) have constant amplitudes but vary in time duration
in direct proportion to the sample value. The pulse
duration can be changed relative to fixed leading or
trailing time edges or a fixed pulse center. To allow for
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time-division multiplexing, the maximum pulse duration
may be limited to a fraction of the time between samples.
 Pulse-position modulation
PPM encodes the sample values of s (t) by varying the
position of a pulse of constant duration relative to its
nominal time of occurrence. As in PAM and PWM, the
duration of the pulses is typically a fraction of the
sampling interval. In addition, the maximum time
excursion of the pulses may be limited (Fig. 1d).
 Pulse-code modulation
Many modern communication systems are designed to
transmit and receive only pulses of two distinct
amplitudes. In these so-called binary digital systems, the
analog-to-digital conversion process is extended by the
additional step of coding, in which the amplitude of each
pulse representing a quantized sample of s(t) is converted
into a unique sequence of one or more pulses with just
two possible amplitudes. The complete conversion
process is known as pulse-code modulation. Figure 2a
shows the example of three successive quantized samples
of an analog signal s(t), in which sampling occurs every T
seconds and the pulse representing the sample is limited
to T/2 seconds. Assuming that the number of quantization
levels is limited to 8, each level can be represented by a
unique sequence of three two-valued pulses

measurement of the amplitude, duration, or position of a
pulse in which these quantities are not constrained. Third,
the binary pulses propagating along a medium can be
intercepted and decoded at a point where the accumulated
distortion and attenuation are sufficiently low to assure
high detection accuracy. New pulses can then be
generated and transmitted to the next such decoding
point. This so-called process of repeatering significantly
reduces the propagation of distortion and leads to a
quality of transmission that is largely independent of
distance.
Why pulse width modulation?
Pulse-width modulation (PWM) of a signal or power
source involves the modulation of its duty cycle, to either
convey information over a communications channel or
control the amount of power sent to a load.
Advantages of PWM
Using pulse width modulation has several advantages
over analog control.
1.

2.

3.
4.

5.

The entire control circuit can be digital,
eliminating the need for digital-to-analog
converters.
Using digital control lines will reduce the
susceptibility of your circuit to interference. III.
Finally, motors may be able to operate at lower
speeds if you control them with PWM. When
you use an analog current to control a motor, it
will not produce significant torque at low
speeds.
The output voltage control can be obtained
without any additional components.
With this method, lower order harmonics can be
eliminated or minimized Along with its output
voltage control.
As higher order harmonics can be filtered easily
the higher order harmonics can be minimized.

IV.
Figure 4(a) Three successive quantized samples of an analog signal. (b)
With pulses of amplitude V or 0. (c) With pulses of amplitude V or –V

PCM enjoys many important advantages over
other forms of pulse modulation due to the fact that
information is represented by a two-state variable. First,
the design parameters of a PCM transmission system
depend critically on the bandwidth of the original signal
s(t) and the degree of fidelity required at the point of
reconstruction, but are otherwise largely independent of
the information content of s(t). This fact creates the
possibility of deploying generic transmission systems
suitable for many types of information. Second, the
detection of the state of a two-state variable in a noisy
environment is inherently simpler than the precise
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APPLICATIONS

 Dc power source utilization
Inverter designed to provide 115 VAC from the 12 VDC
source provided in an automobile. The unit provides up to
1.2 Amps of alternating current, or just enough to power
two sixty watt light bulbs.
An inverter converts the DC electricity from
sources such as batteries, solar panels, or fuel cells to AC
electricity. The electricity can be at any required voltage;
in particular it can operate AC equipment designed for
mains operation, or rectified to produce DC at any
desired voltage.
Grid tie inverters can feed energy back into the
distribution network because they produce alternating
current with the same wave shape and frequency as
supplied by the distribution system. They can also switch
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off automatically in the event of a blackout.
Micro-inverters convert direct current from individual
solar panels into alternating current for the electric grid.
 Uninterruptible power supplies
An uninterruptible power supply is a device which
supplies the stored electrical power to the load in case of
raw power cut-off or blackout. One type of UPS uses
batteries to store power and an inverter to supply AC
power from the batteries when main power is not
available. When main power is restored, a rectifier is used
to supply DC power to recharge the batteries.
It is widely used at domestic and commercial level in
countries facing Power outages.

V.

CONCLUSION

This paper provides a comprehensive study on multilevel
inverter topologies. Every topology has been described in
detail.
Today, more and more commercial products are
based on the multilevel inverter structure, and more and
more worldwide research and development of multilevel
inverter-related technologies is occurring.
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 The general case
A transformer allows AC power to be converted to any
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at any desired frequency. The output power can never
exceed the input power, but efficiencies can be high, with
a small proportion of the power dissipated as waste heat.
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